T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE | TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIPEL.
TYPE (V:1H) PILE
TYPE
T-1 P1 THRU P21 HP14X73 -0.25] -100.00 8
P22 THRU P28 HP14X73 -0.25| -100.00 3 pz-27 025 47,0
T-2 P1 THRU P7 HP14X73 -0.25] -100.00] 25
P8 THRU P15, P17, P19,
P21, P23 HP14X73 -0.25| -100.00 5 Pz-27 -0.25 -47.0
P16, P18, P20, P22,
P24, P25 HP14X73 -0.25| -100.00| Vertical
T-3 P1 THRU P14 HP14X73 -0.75] -107.00] 25
P15 THRU P21 HP14X73 -0.75| -107.00 2 pz-27 075 47,0
T-4 P1 THRU P14 HP14X73 -0.25] -100.00] 25
pz-27 -0.25 -47.0
P15 THRU P21 HP14X73 -0.25| -100.00 2
T-5 P1 THRU P4 HP14X73 258 -100.00 8
P5, P6 HP14X73 258 -100.00[ Vertical | Pz-27 -2.58 -47.0
P7 THRU P18 HP14X73 258 -100.00] 25
T-6 P1 THRU P14 HP14X73 5.08] -107.00] 25
P15 THRU P21 HP14X73 -5.08] -107.00 2 pz-27 -5.08 650
T-7 P1 THRU P14 HP14X73 5.08] -107.00] 25
pPz-27 -5.08 -65.0
P15 THRU P21 HP14X73 -5.08| -107.00 2
T-8 P1 THRU P14 HP14X73 5.08] -110.00] 25
pz-27 -5.08 -65.0
P15 THRU P21 HP14X73 -5.08| -110.00 2
T-9 NOT USED
T-10 P1 THRU P3 HP14X73 -458]  -110.00 5
P4, P5 HP14X73 -458]  -110.00[ Vertical | Pz-27 -4.58 -65.0
P6 THRU P20 HP14X73 -458]  -110.00 2
T-11 P1 THRU P14 HP14X73 5.16] -114.00] 25
pPz-27 -5.16 -65.0
P15 THRU P21 HP14X73 -5.16| -114.00 2
T-12 P1 THRU P14 HP14X73 5.16] -114.00] 25
pPz-27 -5.16 -65.0
P15 THRU P21 HP14X73 -5.16| -114.00 2
T-13 P1 THRU P10 HP14X73 5.16] -114.00] 25
pPz-27 -5.16 -65.0
P11 THRU P15 HP14X73 -5.16| -114.00 2
T-14 P1 THRU P10 HP14X73 5.16] -114.00] 25
P11 THRU P15 HP14X73 -5.16| -114.00 2 pz-27 -5.16 "65.0
T-15 P1THRU P16 HP14X73 -6.16] -114.00] 25
P17 THRU P24 HP14X73 -6.16] -114.00 2 pz-27 -6.16 "65.0

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.



T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE | TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIPEL.
TYPE (V:1H) PILE
TYPE
P1 THRU P10, P32, P34,
P36, P38, P40, P42,
T-16 P44, P46 HP14X73 -5.58| -110.00| Vertical
Pz-27 -5.58 -65.0
P11 THRU P20 HP14X73 558 -110.00f 35
P21 THRU P31, P33,
P35, P37, P39, P41,
P43, P45, P47, P49 HP14X73 -558| -110.00] 25
P1 THRU P14, P19
THRU P24, P33 THRU
T-17 P38, P48 THRU P51 HP14X73 -5.58| -110.00| Vertical
P15, P16, P27, P28 HP14X73 558 -110.00f 35
P17, P18, P25, P26 HP14X73 -5.58| -110.00 4 pz-27 558 65.0
P29 THRU P32, P39
THRU P42, P47, P52 HP14X73 -558| -110.00] 25
P43 THRU P46, P53
THRU P56 HP14X73 -5.58| -110.00 2
P1 THRU P7, P23, P25,
T-18 P27, P29, P31, P33 HP14X73 -5.58| -110.00| Vertical
P8 THRU P14 HP14X73 558| -110.00] 35 7.7 558 65.0
P15 THRU P22, P24,
P26, P28, P28, P30,
P32, P34 HP14X73 558 -110.00f 25
T-19 P1 THRU P11 HP14X73 -558] -110.00] 45
P12 THRU P33 HP14X73 -5.58| -110.00 2 pz-27 558 650
T-20 P1 THRU P9 HP14X73 -558] -110.00] 45
P10 THRU P27 HP14X73 -5.58| -110.00 2 pz-27 558 650
T-21 P1 THRU P6 HP14X73 -558| -110.00] 45
P7 THRU P18 HP14X73 -5.58| -110.00 2 pz-27 558 650
T-22 P1 THRU P11 HP14X73 -558| -110.00] 45
P12 THRU P33 HP14X73 -5.58] -110.00 2 pz-27 558 650
T-23 P1 THRU P14 HP14X73 -6.16] -114.00] 25
P15 THRU P21 HP14X73 -6.16] -114.00 2 pz-27 *6.16 650
T-24 P1 THRU P12 HP14X73 -6.16] -114.00] 25
pPz-27 -6.16 -65.0
P13 THRU P18 HP14X73 -6.16] -114.00 2
T-25 P1 THRU P14 HP14X73 -6.16] -114.00] 25
pPz-27 -6.16 -65.0
P15 THRU P21 HP14X73 -6.16| -114.00 2
T-26 P1 THRU P10 HP14X73 -6.16] -114.00] 25
pPz-27 -6.16 -65.0
P11 THRU P15 HP14X73 -6.16] -114.00 2
T-27 P1 THRU P10 HP14X73 -6.16] -114.00] 25
Pz-27 -6.16 -65.0
P11 THRU P15 HP14X73 -6.16| -114.00 2

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE | TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIPEL.
TYPE (V:1H) PILE
TYPE
T-28 P1 THRU P10 HP14X73 -5.16] -114.00] 25
pPz-27 -5.16 -65.0
P11 THRU P15 HP14X73 -5.16| -114.00 2
T-29 P1 THRU P10 HP14X73 5.16] -114.00] 25
P11 THRU P15 HP14X73 -5.16| -114.00 2 pz-27 -5.16 "65.0
T-30 P1 THRU P10 HP14X73 5.16] -114.00] 25
pz-27 -5.16 -65.0
P11 THRU P15 HP14X73 -5.16| -114.00 2
P1 THRU P8, P29 THRU
T-31 P35 HP14X73 -4.58] -110.00 Vertical | o - 458 650
P9 THRU P28, P36
THRU P54 HP14X73 -458| -110.00 2
T-32 P1 THRU P14 HP14X73 5.16] -114.00] 25
P15 THRU P21 HP14X73 -5.16] -114.00 2 pz-27 .16 650
T-33 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-34 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-35 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-36 P1 THRU P14 HP14X73 -416] -11400 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-37 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-38 P1 THRU P12 HP14X73 -416] -114.00] 25
P13 THRU P18 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-39 P1 THRU P12 HP14X73 -416] -114.00] 25
P13 THRU P18 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-40 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-41 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-42 P1 THRU P12 HP14X73 -416] -114.00] 25
P13 THRU P18 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-43 P1 THRU P12 HP14X73 -416] -114.00] 25
P13 THRU P18 HP14X73 -4.16] -114.00 2 pz-27 416 65.0
T-44 P1 THRU P12 HP14X73 -416] -114.00 25
P13 THRU P18 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-45 P1 THRU P8 HP14X73 -3.58] -100.00 12
P9 THRU P32 HP14X73 -3.58] -100.00 2 pz-27 -3.58 65.0
T-46 P1 THRU P8 HP14X73 -3.58] -100.00 12
P9 THRU P32 HP14X73 -3.58] -100.00 2 pz-27 -3.58 650
T-47 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-48 P1 THRU P16 HP14X73 -416] -114.00] 25
P17 THRU P24 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-49 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-50 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650
T-51 P1 THRU P14 HP14X73 -416] -114.00] 25
P15 THRU P21 HP14X73 -4.16] -114.00 2 pz-27 416 650

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIP EL.
TYPE (V:1H) PILE
TYPE
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PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIP EL.
TYPE (V:1H) PILE
TYPE
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PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIP EL.
TYPE (V:1H) PILE
TYPE
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PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE | TOPEL.| TIPEL. | BATTER| SHEET | TOPEL. | TIPEL.
TYPE (V:1H) PILE
TYPE

T-127 P1 THRU P12 HP14X73 -8.33] -117.00] 25

P13 THRU P18 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-128 P1 THRU P14 HP14X73 -8.33] -117.00] 25

P15 THRU P21 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-129 P1 THRU P14 HP14X73 -8.33] -117.00] 25

P15 THRU P21 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-130 P1 THRU P14 HP14X73 -8.33] -117.00] 25

P15 THRU P21 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-131 P1 THRU P14 HP14X73 -8.33] -117.00] 25

P15 THRU P21 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-132 P1 THRU P14 HP14X73 -8.33] -117.00] 25

P15 THRU P21 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-133 P1 THRU P16 HP14X73 -8.33] -117.00] 25

P17 THRU P24 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-134 P1 THRU P17 HP14X73 -8.33] -110.00 10

P18 THRU P44 HP14X73 -8.33] -110.00 2 pz-27 -8.33 "65.0
T-135 NOT USED
T-136 P1 THRU P8 HP14X73 -7.58]  -110.00 10

P9 THRU P32 HP14X73 -7.58] -110.00 2 pz-27 758 "65.0
T-137 P1 THRU P8 HP14X73 -7.58]  -110.00 10

P9 THRU P32 HP14X73 -7.58| -110.00 2 pz-27 758 "65.0
T-138 P1 THRU P8 HP14X73 -7.58]  -110.00 10

P9 THRU P32 HP14X73 -7.58| -110.00 2 pz-27 758 "65.0
T-139 P1 THRU P10 HP14X73 -8.33] -117.00] 25

P11 THRU P15 HP14X73 -8.33] -117.00 2 pz-27 -8.33 “65.0
T-140 P1 THRU P12 HP14X73 -8.33] -117.00] 25

P13 THRU P18 HP14X73 -8.33] -117.00 2 pz-27 -8.33 “65.0
T-141 P1 THRU P12 HP14X73 -8.33] -117.00] 25

P13 THRU P18 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-142 P1 THRU P12 HP14X73 -8.33] -117.00] 25

P13 THRU P18 HP14X73 -8.33] -117.00 2 pz-27 -8.33 “65.0
T-143 P1 THRU P8 HP14X73 -8.16] -117.00] 25

P9 THRU P12 HP14X73 -8.16] -117.00 2 pz-27 -8.16 "65.0

P1 THRU P10, P32, P34,

P36, P38, P40, P42,
T-144 P44, P46, P48 HP14X73 -7.58| -110.00| Vertical | py o7 758 65.0

P11 THRU P31, P33,

P35, P37, P39, P41,

P43, P45, 47, P49 HP14X73 -7.58| -110.00 2

P1 THRU P10, P32, P34,

P36, P38, P40, P42,
T-145 P44, P46, P48 HP14X73 758 -110.00] 25 7.7 258 65.0

P11 THRU P31, P33,

P35, P37, P39, P41,

P43, P45, 47, P49 HP14X73 -7.58| -110.00 2
T-146 P1 THRU P8 HP14X73 -6.16] -117.00] 25

P9 THRU P12 HP14X73 -6.16] -117.00 2 pz-27 *6.16 650

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




T-WALL PILES SHEET PILE
MONOLITH # PILE # PILE | TOPEL.| TIPEL. | BATTER| SHEET | TOPEL.| TIPEL.
TYPE (V:1H) PILE
TYPE
T-147 P1 THRU P12 HP14X73 -8.33] -117.00] 25
P13 THRU P18 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0
T-148 P1 THRU P14 HP14X73 733 -117.00] 25
P15 THRU P21 HP14X73 -7.33]  -117.00 2 pz-27 733 "65.0
T-149 P1 THRU P16 HP14X73 733 -117.00] 25
P17 THRU P24 HP14X73 -7.33] -117.00 2 pz-27 733 "65.0
P1 THRU P9, P29, P31,
P33, P35, P37, P39,
T-150 P41, P43 HP14X73 -6.58| -110.00| Vertical | pz.o7 658 -65.0
P10 THRU P28, P30,
P32, P34, P36, P38,
P40, P44 HP14X73 -6.58| -110.00 2
T-151 P1 THRU P16 HP14X73 -8.33] -117.00] 25
P17 THRU P24 HP14X73 -8.33] -117.00 2 pz-27 -8.33 "65.0

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.




GATE MONOLITH PILES SHEET PILE
# PILE # PILETYPE | TOPEL. | TIP EL. BATTER SHEET PILE TYPE TOP EL. | TIP EL.
(V:1H)
G-1 P1 THRU P33 PIPE 24 -4.58 -120.00 2.5 PZ-27 -4.58 -67.0
G-2 P1 THRU P33 PIPE 24 -6.58 -120.00 2.5 pPz-27 -6.58 -67.0
G-3 P1 THRU P33 PIPE 24 -6.58 -120.00 2.5 PZ-27 -6.58 -67.0
G-4 P1 THRU P33 PIPE 24 -5.58 -120.00 2.5 pPz-27 -5.58 -67.0
G-5 P1 THRU P33 PIPE 24 -3.48 -120.00 2.5 PZ-27 -3.48 -67.0
G-6 P1 THRU P33 PIPE 24 -5.08 -120.00 2.5 pPz-27 -5.08 -67.0
G-7 P1 THRU P33 PIPE 24 -6.58 -120.00 2.5 PZ-27 -6.58 -67.0
G-8 P1 THRU P33 PIPE 24 -7.08 -120.00 2.5 pPz-27 -7.08 -72.0
G-9 P1 THRU P33 PIPE 24 -6.08 -120.00 2.5 PZz-27 -6.08 -67.0
G-10 P1 THRU P33 PIPE 24 -5.58 -120.00 2.5 pPz-27 -5.58 -67.0
G-11 P1 THRU P33 PIPE 24 -6.58 -120.00 2.5 Pz-27 -6.58 -67.0
G-12 P1 THRU P33 PIPE 24 -7.08 -120.00 2.5 pPz-27 -7.08 -72.0
G-13 P1 THRU P33 PIPE 24 -8.08 -120.00 2.5 Pz-27 -8.08 -72.0
G-14 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 pPz-27 -8.58 -72.0
G-15 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 PZz-27 -8.58 -72.0
G-16 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 pPz-27 -8.58 -72.0
G-17 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 PZ-27 -8.58 -72.0
G-18 P1 THRU P33 PIPE 24 -7.58 -120.00 2.5 pPz-27 -7.58 -72.0
G-19 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 PZz-27 -8.58 -72.0
G-20 P1 THRU P33 PIPE 24 -8.58 -120.00 2.5 pPz-27 -8.58 -72.0
G-21 P1 THRU P33 PIPE 24 -7.58 -120.00 2.5 PZ-27 -7.58 -72.0
Pedestrian P1 THRU P11 HP14X73 -4.58 -110.00 4.5
P12 THRU P33 HP14X73 -4.58 -110.00 2 PZ-27 -4.58 -67.0

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.



DRAINAGE PILES SHEET PILE
MONOLITH # PILE # PILE |TOPEL.| TIPEL. [ BATTER| SHEET [ TOPEL.| TIPEL.
TYPE (V:1H) PILE
TYPE

P1, P3, P5, P6 THRU

16F P12, P14, P16 PIPE24 | -13.70 | -120.00 25 PZ-27 -13.7 -72.0
P2, P4, P13, P15 PIPE24 | -13.70 | -120.00 v
P1, P3, P5, P6 THRU

17H P12, P14, P16 PIPE24 | -12.70 | -120.00 25 PZ-27 -12.7 -72.0
P2, P4, P13, P15 PIPE24 | -12.70 | -120.00 v
P1, P3, P5, P6 THRU

18D P12, P14, P16 PIPE24 | -11.40 | -120.00 25 PZ-27 -11.4 -72.0
P2, P4, P13, P15 PIPE24 | -11.40 | -120.00 Vv
P1, P3, P5, P6 THRU

1J P12, P14, P16 PIPE24 | -11.08 | -120.00 2.5 Pz-27 | -11.08 | -72.0
P2, P4, P13, P15 PIPE24 | -11.08 | -120.00 Vv
P1, P3, P5, P6 THRU

2J P12, P14, P16 PIPE24 | -11.08 | -120.00 25 Pz-27 | -11.08 | -72.0
P2, P4, P13, P15 PIPE24 | -11.08 | -120.00 v
P1, P3, P5, P6 THRU

3J P12, P14, P16 PIPE24 | -13.08 | -120.00 25 Pz-27 | -13.08 | -72.0
P2, P4, P13, P15 PIPE24 | -13.08 | -120.00 Vv
P1, P3, P5, P6 THRU

4H P12, P14, P16 PIPE24 | -1358 | -120.00 25 Pz-27 | -1358 | -72.0
P2, P4, P13, P15 PIPE24 | -13.58 | -120.00 v
P1, P3, P5, P6 THRU

5N P12, P14, P16 PIPE24 | -13.69 | -120.00 25 Pz-27 | -1369 | -72.0
P2, P4, P13, P15 PIPE24 | -13.69 | -120.00 v
P1, P3, P5, P6 THRU

6L P12, P14, P16 PIPE24 | -13.50 | -120.00 25 PZ-27 -13.5 -72.0
P2, P4, P13, P15 PIPE24 | -13.50 | -120.00 Vv
P1, P3, P5, P6 THRU

7F P12, P14, P16 PIPE24 | -13.84 | -120.00 25 Pz-27 | -1384 | -72.0
P2, P4, P13, P15 PIPE24 | -13.84 | -120.00 Vv
P1, P3, P5, P6 THRU

8H P12, P14, P16 PIPE24 | -14.71 | -120.00 25 Pz-27 | -1471 | -72.0
P2, P4, P13, P15 PIPE24 | -14.71 | -120.00 v
P1, P3, P5, P6 THRU

oF P12, P14, P16 PIPE24 | -15.33 | -120.00 25 Pz-27 | -1533 | -72.0
P2, P4, P13, P15 PIPE24 | -15.33 | -120.00 Vv
P1, P3, P5, P6 THRU

10D P12, P14, P16 PIPE24 | -15.33 | -120.00 25 Pz-27 | -1533 | -72.0
P2, P4, P13, P15 PIPE24 | -15.33 | -120.00 Vv
P1, P3, P5, P6 THRU

11D P12, P14, P16 PIPE24 | -15.33 | -120.00 25 Pz-27 | -1533 | -72.0
P2, P4, P13, P15 PIPE24 | -15.33 | -120.00 Vv
P1, P3, P5, P6 THRU

12F P12, P14, P16 PIPE24 | -15.33 | -120.00 25 Pz-27 | -1533 | -72.0
P2, P4, P13, P15 PIPE24 | -15.33 | -120.00 v
P1, P3, P5, P6 THRU

13F P12, P14, P16 PIPE24 | -15.10 | -120.00 25 Pz-27 | -15.10 | -72.0
P2, P4, P13, P15 PIPE24 | -15.10 | -120.00 Vv
P1, P3, P5, P6 THRU

143 P12, P14, P16 PIPE24 | -14.71 | -120.00 25 Pz-27 | -1471 | -72.0
P2, P4, P13, P15 PIPE24 | -14.71 | -120.00 Vv

PILE TIP ELEVATIONS ARE FOR BIDDING PURPOSES ONLY.
PILE LENGTHS COULD VARY 10-20%.
ACTUAL TIP ELEVATIONS WILL BE BASED ON PILE LOAD TEST RESULTS.






